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DWG NO. DWG DRAWING NAME
CS-1 1 COVER SHEET
G101 2 GENERAL INFORMATION
D101 3 DEMOLITION PLAN — EXISTING ELEVENTH FLOOR
D102 4 DEMOLITION PLAN — EXISTING FIRST THRU EIGHTH FLOORS
D103 o) DEMOLITION PLAN — EXISTING GROUND AND FIRST FLOORS
A101 6 NEW WORK PLAN - EXISTING ELEVENTH FLOOR
A102 / NEW WORK PLAN — EXISTING FIRST THRU EIGHTH FLOORS
A103 8 NEW WORK PLAN — EXISTING GROUND AND FIRST FLOORS
E-0 9 ELECTRICAL LEGEND AND ABBREVIATIONS
E-1 10  PARTIAL GROUND, TENTH AND ELEVENTH FLOOR PLANS — ELECTRICAL — DEMOLTION
E-2 11 BUILDING #18 AND PARTIAL GROUND FLOOR PLANS — ELECTRICAL — NEW WORK
E-3 12 PARTIAL FIRST FLOOR PLAN — ELECTRICAL — NEW WORK
E-4 15 PARTIAL SECOND AND THIRD FLOOR PLAN - ELECTRICAL — NEW WORK
E-5 14 PARTIAL FOURTH AND FIFTH FLOOR PLAN — ELECTRICAL — NEW WORK
E-6 15 PARTIAL SIXTH AND SEVENTH FLOOR PLAN — ELECTRICAL — NEW WORK
E-7 16 PARTIAL EIGHTH AND NINTH FLOOR PLAN — ELECTRICAL — NEW WORK
E-8 17 TENTH FLOOR PLAN — ELECTRICAL — NEW WORK
E-9 18 ELEVENTH FLOOR PLAN — ELECTRICAL — NEW WORK
E-10 19 ELECTRICAL ONE-LINE DIAGRAMS — DEMOLITION AND NEW WORK
BID ITEMS:
BASE BID: WORK INCLUDES GENERAL DEMOLITION, CONSTRUCTION ALTERATIONS

FOR MECHANICAL AND ELECTRICAL WORK AT EXISTING ELEVATORS.
EMERGENCY POWER SHALL BE PROVIDED AT ALL THREE (3)
PASSENGER ELEVATORS AND ONE (1) FREIGHT ELEVATOR.

BID DEDUCT ALTERNATE NO. 1:

REMOVAL OF ALL WORK ASSOCIATED WITH RUNNING OF POWER FROM
THE CLINICAL ADDITION PULL BOX ON THE GROUND FLOOR TO THE
NINTH FLOOR POLICE TRAINING ROOM.
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